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Scope of work: 

 

The breaker PM checks to be done as per the checklist issued by the department which 

includes the following and the points mentioned below is applicable for all the rating of C-

Power L&T make ACB Breakers. 

1. Inspection and cleaning of Main/Arcing contacts and Arc chute 

2. Inspection of the secondary and power contacts 

3. Cleaning and Lubrication of the breaker mechanism  

4. Measurement of clearances  

5. Measurement of resistance for Close coil, Trip coil and Economizing resistor  

6. Checking of Breaker interlocks 

7. Measurement of timing and contact resistance 

8. Healthiness of spring charging Mechanism and timing. 

9. Checking of Breaker close and trip by Manual and Electrical mode of operation. 

10. Replacement of components in case of any discrepancy. 

11. Measurement of Insulation value. 

 

General Instruction: 

1. The firm should comply with the industrial safety instructions and Procedures followed 

at MAPS.  

2. Industrial and radiation safety training will be given by department and firm shall 

ensure all the team members are attending this program without which entry pass will 

not be issued. No certificate will be issued for this training from department. 

3. After issuing the Purchase order, once site is ready, 7 Days advance intimation will be 

given to the firm for execution of job. 

4. The tools and required quantity of grease for the execution of the job are under the 

scope of the firm. 

5. The measuring instruments (DMM, IR tester, extension board, timing and contact 

resistance kit) will be supplied by the department for conducting the breaker 

maintenance work at site and the same shall be returned back to department safely. 



6. The required consumables like gada cloth and contact cleaner for Servicing of 

breakers will be supplied by the department for conducting the breaker maintenance 

work at site. 

7. During PM checks if any component found degraded the same shall be repaired 

immediately. If repair is not possible, the same shall be replaced as part of breaker 

servicing for which no additional charges will be paid by department. The spare 

components will be provided by department. 

8. No transport/mobilization charges will be paid by department. Accommodation for the 

service team can be provided at township only if vacancies exist on payment basis. 

9. Department transport facilities can be utilized to travel from township to site as per 

transport rules and timing applicable to the contractors. 

10. Department canteen facility can be utilized as per the prevailing rate for the contract 

employees. 

11. The work front will be given to the firm after getting the valid work permit for 

execution of the job. 

12. The firm shall reach the site well in advance, after issuing of Purchase order and valid 

work permit and before execution of the job, for complying all the formalities like, 

entry pass and safety training.  

13. The contractor shall comply the points mentioned in the Purchase order. 

14. The other conditions will be as per the NPCIL-GCC & CMM terms & Conditions. 

 


